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2 PC SCUPPER  

INSTALLATION INSTRUCTIONS 

 

1. Ensure that the hole in the parapet wall is the proper size to allow securing the scupper flange to the wall. 

2. Remove any debris or materials that may prevent the scupper from laying flush to wall and deck. 

3. Insert the scupper into the hole until the flange is flush with both the deck and wall.  The scupper box must 

extend outside the parapet wall by 2” so scupper outlet fits flush to wall finish (cut scupper box if 

necessary). 

4. Create a drip edge on bottom side of scupper box that is extending 2” outside the wall.  

(Make ½” cut in bottom two corners of scupper box, bend down a ½” flange at 45 degrees). 

5. Secure the scupper flange with broad head fasteners evenly spaced, 1” from edge of flange into wall 

substrate. 

6. Install roofing membrane over scupper flange as per manufacturer’s instructions. 

7. On outside of wall, install outlet box over scupper and securely fasten to scupper. 

8. Scupper installation must adhere to regulations set by regional governing bodies and manufactures 

requirements 
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